Appearance

Product: SEO10001ESD Coba Elite
Supplier: Coba Europe

Test: Compliance with IEC 61340-5-1
(Floor)

Conclusion: Pass
R,,and R, < 10°Q

Date of test: 29-30" July 2019
Conditions: 12 %rh + 3-6%rh 23 +2°C

Results: Parameter Result (Q) Method
(mean)
Resistance point to 1.4x10° IEC 61340-4-1
point (R,,)
Resistance to 2.4x10°

groundable point (R,,)
Vertical resistance 1.2 x

Certificate No: C2019-0310-5

Full details of the trial, results and recommendations are documented in
ESL Report No. 2019-0310
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